F.A.P, TOTAL | SHEET
RTE. SECTION COUNTY SHEETS|~ NO.
240 VOLTS 240 VOLTS 53:5 113R-2 = LS“TKAE 439 |21
A mmeeeee R

150 AMP FED. ROAD DIST. %0, [ILLINOIS]FED. AID PROJECT

CIRCUIT BREAKER 60B01
CONTACTOR } SECTION /A"

: SPARE
CONTROL 15A/2P 154/2P
- ::@ CONTACTOR (150 AMP)
2400 WATTS i 30A/2P 30A/2P Z 2400 WATTS O\
2400 WATTS 3 30A/2P 30A/2P 4 2400 WATTS
3120 WATTS 5 304/2P 30A/2P 6 3120 WATTS
b ST ]
2400 WATTS 7 30A/2P 30A/2P 8 2400 WATTS SECTION "B
4080 WATTS 9 30A/2P 30A72P 10 3600 WATTS
1L-60
2880 WATTS I:E 30A/2P 304/2P E 2880 WATTS ¢
1080 WATTS 13 30A/2P 30A/2P 14 1080 WATTS
TEMPORARY AERIAL CABLE,
= #,
SPARE :15 S PTYYPT :16 SPARE y 486 WITH MESSENGER WIRE (TYP.)
TOTAL 18360 WATTS TOTAL 17880 WATTS

TEMPQORARY ISTHA
LIGHTING CONTROLLER
LOAD TABLE

1-94 SB MAINLINE

4*10 & 1*10
€9 & CI0 GND (TYP.)

I-94 NB MAINLINE

2%10 & 1%10
GND (TYPJ R ISR -

, C9  TEMPORARY POLE —
- MOUNTED ISTHA ‘
LIGHTING CONTROLLER

_____ EXISTING ISTHA TRANSFORMER

P
. . PROPOSED AERIAL CABLE, 4-1/C #6 FOR TOLL PLAZA POWER (CTP)

WITH MESSENGER WIRE

EXISTING CABLE IN CONDUIT
SHEET EL-13 OF 13

EXISTING OVERHEAD SIGN STRUCTURE REVISIONS
B W LUMINATRES RANE SATE ILLINOIS DEPARTMENT OF TRANSPORTATION
ILLINOIS RTE 60 OVER I-94

TEMPORARY WIRING DIAGRAM
AND LOAD TABLE

$TIMES
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